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The performance of wind turbines can be improved by processing supervisory control and data acquisition (SCADA) data. SCADA data can be processed in a reasonable time to enhance decisions made about
maintenance schedules. The pitch system is critical in improving wind turbine operation by analysing
data of the most relevant SCADA features. This study gathers the most signiﬁcant pitch faults, and by
implementing the adaptive neuro fuzzy inference system (ANFIS) technique it demonstrates the fault
detection potential of this technique. The proposed approach includes the detailed pre-processing of
SCADA data, emphasising the labelling process, in which a modiﬁed power curve monitoring method is
used. During the implementation of the ANFIS, different combinations of the selected parameters were
tested for their effects on the performance of fault detection. This methodology was implemented at a
windfarm, commissioned in 2004, in ﬁve 2.3 MW ﬁxed-speed onshore wind turbines equipped with a
traditional servo-valve controlled hydraulic pitch system. Overall, data on 10 years of the operation of
each wind turbine were utilised, and a total of nine pitch events were considered. Individual measurement for each blade angle was available for detecting pitch faults. Results demonstrated above 86%
achievement of F1-score for pitch fault detection.
© 2021 The Authors. Published by Elsevier Ltd. This is an open access article under the CC BY license
(http://creativecommons.org/licenses/by/4.0/).
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1. Introduction
Wind energy is one of the most promising renewable energy
sources. Engineers have made many attempts to use it to produce
both kinetic and electric energy. In recent decades, many wind
turbines have been installed globally to eliminate the dependence
of energy production on the coal industry and fossil fuels. According to WindEurope's annual report in 2019, the total capacity of
installed wind power in Europe was 205 GW. In European Union
countries, 15% of the electricity demand was met by wind energy
[1]. Denmark achieved the highest score in the share of wind energy, as 48% of its electricity demand was met by wind energy,
followed by Ireland, Portugal, Germany, and the UK, all of which
had wind energy shares above 20%. According to the Global Wind
Energy Council [2], in 2019, the global capacity of installed wind
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turbines was 650 GW. In addition to onshore wind turbines, many
countries have also developed windfarms in the sea. These offshore
wind turbines demand very tight scheduling and accurate condition monitoring to compensate for the cost of offshore structures
and operations.
A wind turbine is a complex mechanical system that comprises
many subassemblies and components. It consists of a rotating shaft,
generator, pitch system, yaw system, gearbox, hydraulic system,
and electronic system. One of the most critical subsystems is the
pitch system. The pitch system is responsible for the rotation of the
blade, which controls the angle of attack of the wind to extract the
maximum outcome of the provided wind energy. Pitch systems are
either hydraulic or electric. The hydraulic pitch system, which is the
type examined in the present study, includes several components,
such as hydraulic cylinders, accumulator tanks, valves, pumps,
pitch bearing, pitch pawl, and slip ring. According to a recent survey
of the ReliaWind project [3], the faults and failures occurring in this
system included 15.5% of total failures and 20% of total downtime.
Similar conclusions have been drawn based on a survey of modern
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for each deﬁned component/subsystem. Moreover, in the case of
two overlapping faults, the diagnosis is not adequate.
Leahy et al. [15] proposed a promising SVM method for
detecting faults. However, his study pointed out that several improvements should be performed to tackle some problems,
including the bias of the classiﬁers. In addition, in a more recent
study [16], the same authors compared different SVM methods,
including undersampling, oversampling, and ensemble methods,
according to their ability to detect, diagnose, and predict a fault.
Concerning the use of SVM, L. Hu et al. [17] aimed to enhance the
feature set by adding features that were based on domain knowledge and the understanding of the physics of wind turbines and
measurements. Kusiak and Verma [18] used genetic algorithms to
detect blade pitch-related faults using SCADA data but did not
specify the causes of faults; instead, only some effects of faults were
reported, such as blade angle asymmetry and blade angle
implausibility.
Pandit and Inﬁeld [19] investigated the use of the support vector
regression (SVR) method to detect faults by implementing it on the
pitch curve. Speciﬁcally, binned and SVR-based pitch curves were
studied, and the results showed that the binned pitch curve was far
too slow, in contrast to the SVR, which detected anomalies quickly.
The same authors [20] proposed a Gaussian process (GP) algorithm
to estimate operational curves based on key turbine critical variables, which could be used as a reference model to identify critical
wind turbine failures and improve power performance. Three parameters (i.e., power curve, rotor speed curve, and blade pitch angle
curve) were used to detect critical wind turbine failures.
Guo and Inﬁeld [21] developed a multivariable power curve
model with a modiﬁed Cholesky decomposition GP, which detected
faults via the power curve and identiﬁed them by processing raw
signals. In this method, the inputs were wind speed, wind direction,
pitch angle, yaw error, rotor speed, and tip speed ratio; the only
output was power. This model was compared with the binning
method and the sixth-order polynomial regression method. Their
performances were evaluated based on the mean absolute percentage error (MAPE). For that reason, a sequential probability ratio
test (SPRT) with two groups of hypotheses was introduced to
analyse and detect abnormal changes. Skrimpas et al. [22]
attempted to diagnose pitch faults by processing vibration signals
from the main bearing using k-means clustering. In particular, pitch
issues were detected by analysing the effects of vibration on the
main bearing accelerometers and applying environmental noise
and speech recognition techniques. Wu [23] used an asymmetric
support vector machine (ASVM) to diagnose the fault of cylinder
internal leakage. The developed ASVM model was adopted to
reduce the possibility of missed not-fault prediction. The results
showed that fewer support vectors and a lower order kernel could
be chosen to derive the model of the fault map.
The review of the relevant literature showed that 10-min SCADA
data have been frequently used in previous studies. The total
available dataset, from which the training dataset was extracted,
was between nine months and two years. However, because
adequate data were lacking to complete a fault identiﬁcation study
in the pitch system of wind turbines, some regions were sparsely
represented. The parameters varied between two (a simple model),
four (more complex pitch system analysis), and 33 in the implementation of techniques that did not suffer from the “curse of
dimensionality”, such as SVM and ANFIS-based normal behaviour
modelling. Regarding the techniques used, ANFIS, with the incorporation of a priori knowledge in the case of sparse data and SVM,
were the most promising methods for fault detection in the pitch
system.
However, previous studies [11e23] had provided no or limited
detail about the faulty cases, leading to sparse representation in

multiMW offshore wind turbines [4], where the pitch and hydraulics subsystem showed the highest failure rate, accounting for
~13% of the overall failure rate. An interesting ﬁnding of this survey
was that 17% of the overall pitch/hydraulic failures were caused by
oil issues, 13.9% of which were valve issues, followed by accumulator, sludge issues, and pump repair and replacements, accounting
for 10.7%, 6.4%, and 5.9%, respectively. Moreover, an earlier survey
of Swedish wind power plants conducted from 2000 to 2004
indicated that almost 27% of the overall failures appeared at the
pitch/hydraulic/hub subsystem [5]. Based on the ﬁndings of these
previous surveys, the pitch system was considered the largest
contributing factor.
Condition-based maintenance depends on the installation of
condition monitoring systems in the preferred subsystems of a
wind turbine. The development of various condition monitoring
systems for every wind turbine component drastically increases the
cost and complexity of condition-based maintenance. Nevertheless,
every wind turbine is equipped with an integrated system of sensors and acquisition system called supervisory control and data
acquisition (SCADA) system. Initially, they have been built to control electricity generation, by providing time-series signals in a low
sampling frequency. Typically, the signals are recorded with 1 Hz
sampling frequency, but they are available as statistical measures at
10-min intervals including average, standard deviation, maximum
and minimum. SCADA system monitors the main components by
recording a plethora of parameters including temperatures of
bearings, lubricating oil and winding [6e8]. However each manufacturer has its own SCADA systems, leading to the conclusion that
not all the wind turbines from different manufacturers record the
same set of SCADA signals and their taxonomy differs a lot as well
[9]. The usefulness of using SCADA data is affected by the facts that
SCADA systems have been installed in almost every wind turbine.
Thus it is cheap to use the signals instead of installing additional
hardware and increasing the cost of maintenance [10]. However,
disadvantages of using SCADA systems include the low sampling
frequency which lowers the possibility to capture transient dynamic phenomena and the errors that may contain due to possible
software updates. In addition, not all the SCADA systems follow the
same taxonomy for signals and parameter names, making difﬁcult
the implementation of the developed approaches to every wind
turbine, regardless of the manufacturer.
The monitoring of hydraulic pitch systems by using artiﬁcial
intelligence techniques has been reported in relevant publications
in the literature. Chen et al. [11,12] developed an online fault
detection system for both hydraulic and electric pitch systems using an adaptive neuro fuzzy inference system (APK-ANFIS). They
selected this technique after studying several options, such as fuzzy
inference systems (FIS), k-means clustering, a self-organising map,
artiﬁcial neural networks, naïve Bayes, Bayesian networks, support
vector machines (SVM), and the adaptive neuro fuzzy inference
system (ANFIS). In this study, ﬁve features (i.e., power output, wind
speed, blade angle, rotor speed and motor torque for only the case
of electric pitch system) were utilised, which showed that the
methodology could predict faults 21 days prior to a catastrophic
failure.
Schlechtingen et al. [13,14] proposed using the ANFIS to build
normal behaviour models (NBM) by manipulating SCADA data to
detect faults in various components of wind turbines. This
approach can be implemented in various components of wind
turbines, and the model was trained using nine months of operational data (29,513 10 min average values). In the second part of
their published study [14], their results showed that their methodology detected hydraulic oil leakage, which is relevant for the
present study. The only drawback of this technique is that the fuzzy
expert application module yields only a single diagnosis at a time
693
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conformed to the quasi-industry standard. SCADA data were
available in csv format and retrieved from an SQL database. In
addition to the SCADA data, the maintenance log was available, and
this information provided guidance in determining faulty and nonfaulty status as well as the alarm log, in which only hub and
hydraulic-related pitch alarms were considered in this study. In the
study period, 16,399 hub-related and 1,007 hydraulic-related
alarms were recorded.
Regarding feature selection, although a plethora of parameters
could be recorded in the SCADA system, only features related to the
pitch system were considered in this study. Other features, which
had a direct relation to other subsystems such as the yaw system,
drivetrain were ignored. The selection was performed by a team of
wind turbine operators as a ﬁrst step to reduce the dimension of the
available features and focus on the monitoring of pitch system.
Therefore, the list of features was selected by taking into account
domain knowledge. Among them were environmental parameters,
such as wind speed, ambient temperature, and wind direction, as
well as operational data, such as power output, pitch blade angles,
rotor speed, hub and hydraulic temperatures, and hub and hydraulic pressures. Typical curves of blade angles against wind speed
and rotor speed against wind speed are shown in Fig. 1 (b) and (c),
respectively. These features, as well as the power curve, were
selected for use in the fault detection process. Some additional
parameters indicated the status of the generator, such as whether
the generator speed was either 1,000 or 1,500 rpm and the status of
breaks to inform the operator about possible stops. Moreover, other
parameters indicated, for example, the number of times valves
were opened and closed during a period of 10 min and the condition of the lubrication system.

speciﬁc areas of SCADA representations such as in the power curve.
In other words, no adequate information about the component of
the pitch system, in which the fault occurred, was available. Thus, it
is not clear if they had included all the possible faulty cases in their
studies, related to the pitch system of a wind turbine. Also other
scientists have limited their work in doing anomaly detection,
taking into account only the healthy operation of a wind turbine
[13,14]. Consequently, this approach does not provide the possibility for researchers to identify fault type. On the contrary, using
faulty data from each faulty case for fault detection in the pitch
system is a ﬁrst stage towards fault identiﬁcation which will be
investigated as a future topic by the authors. Regarding data
annotation, most of the researchers who have performed fault
detection, have not presented a detailed approach of labelling the
data. When a dataset consists of periods before and after maintenance, data points are mixed in the power curve, thus, in this study,
the detailed approach of labelling the data is elaborated based on
the maintenance log.
The objective of the present study is to develop a method for
fault detection in a hydraulic pitch system. The available dataset
contains 10 years of 10-min SCADA data on ﬁve wind turbines. From
this dataset, nine pitch events of different types were selected, and
semiautomatic data labelling was conducted using a modiﬁed
version of a power curve monitoring method. Fault detection was
accomplished using the ANFIS technique, and the effects of selected
features and their combination were considered in the evaluation
of the model. To determine the potential of the method for fault
detection, separate measurements of the angle of each blade were
considered instead of averaging them.
2. Description of data

2.2. Pre-processing of data
2.1. Available data
Before the data analysis was conducted, the data underwent a
pre-processing procedure. This study focuses only on the average
values and the standard deviations of the available data. Even
though both maximum and minimum values in a 10-min interval
are available for all the parameters, they are not used in the current
study. The reason is that maxima and minima within a 10-min
period may occur a single time instant that the value of a parameter had increased rapidly. This behaviour is not indicative of wind
turbine operation, as it does not necessarily mean that a fault
occurred. Summarizing, different combinations of average and
standard deviation values of the selected features are incorporated
in the model to make a decision about the best feature set for a
pitch fault detection task. Regarding the data, the values were
missing in some timestamps, which may have been because of
errors in the sensors or the recording system. It would have been
better to replace these NaN values by approximate values based on
the parameter's prior and posterior values, but because a large
amount of data was available, this omission was not problematic.
Furthermore, a validity check [24] was performed, in which wind
speeds above 25 m/s and blade angles outside the range of
[90,þ2] degrees were ﬁltered out. Some interesting cases were
present at the power curve, which required investigation. Because
the studied wind turbines were equipped with a ﬁxed-speed
generator, in cases of wind gusts, the pitch angle controller was
very slow in adjusting the blade angle. As a result, the power output
was larger than normal. Although it deviated from the rest of the
data, it was linked to the normal operation. In addition, a signiﬁcant
attribute of the power curve was that if points that exceeded the
nominal power were eliminated, then the power curve was not
formed. The reason was that there were only a couple of points in
the rated power region, as shown in Fig. 2. It should be noted that at
points where the power was above the nominal, the generator

In this study, the data were collected from the SCADA system of
a windfarm in north-western Finland. The windfarm consisted of
ﬁve ﬁxed-speed 2.3 MW wind turbines with a hydraulic pitch
system. Each blade had an independent pitch system, and each
blade angle was measured separately. The reference power curve,
provided by the manufacturer, is presented in Fig. 1(a), which
shows the performance capabilities of the wind turbine. The power
curve represents the power output against wind speed, and three
regions were distinguished based on the wind speed values. These
three values deﬁned the operation of the wind turbine, and they are
elaborated as follows. At wind speeds below the cut-in speed, the
wind turbine does not work. Typical values for this parameter are 3
or 4 m/s. In the area between the cut-in speed and the rated speed,
where the maximum power output was ﬁrst observed, the wind
turbine started working, and the power output ideally followed a
polynomial curve that was proportional to the cubic power of the
wind speed. The value of rated speed in the studied system was
17 m/s. In the last region, which was deﬁned by the rated speed and
the cut-out speed (equal to 25 m/s), the wind turbine operated at a
stable power output that was equal to the nominal power output.
At wind speeds above the cut-out speed, the wind turbine stopped
operating.
The stored data covered a period of almost 10 years from 1 July
2007 to 1 April 2017. The available data contained 10-min values of
various operational and non-operational parameters. These data
were stored in the SCADA system as average, standard deviation,
maximum, and minimum values, which were stored every 10 min.
The signals were collected at a higher frequency, but the SCADA
system includes only these four statistical quantities. An important
characteristic of these data was that the values were stored in the
SCADA system at the precision of one decimal digit, which
694
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Fig. 1. (a) Power curves of studied wind turbines; (b) typical curve of blade angle as a function of wind speed; (c) typical curve of rotor speed as a function of wind speed.

anemometer would have been used to measure the wind speed.
The data were stored in the SCADA system in different tables
based on the meaning of the parameters. These tables did not
include exactly the same list of timestamps; therefore, unlike the
rest of the values, the values of some parameters at speciﬁc timestamps were not stored. For that reason, the timestamps, which did
not exist in some of them, were ﬁltered out to ensure that the same
timestamps and sizes of all parameters were recorded.
After the above steps were completed, the values of the data
were normalised using the max-min normalisation equation (Eq.
(1)). The normalised average values are shown in Fig. 3. It is

speed was 1,500 rpm and the brakes were released. Furthermore, at
these points, the blade angles and rotor speed were within normal
ranges. Hence, these points were included in the study. Regarding
the blade angles, a few values that exceeded the aforementioned
range were recorded, but because their statuses corresponded to
the parked position of the blades with attached brakes and very low
power output, they were eliminated. In addition, concerning the
wind speed measurement, each wind turbine was equipped with
two anemometers; thus, measurements of wind speed by the primary and secondary anemometers were available. In some cases,
the primary anemometer may have failed, so the secondary

Fig. 2. Original data of power curve (left) and original data limited to nominal power output (right) accompanied by the reference curve (red).
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that were recorded in the maintenance log were gathered. The
most frequent events, regarding the pitch system, are shown in
Table 1.
The selection of periods was accomplished by observing the
power curve and the other three critical characteristic features
(CCF). Following [11], three periods were distinguished based on
the maintenance period: “Generating Fault” prior to the maintenance task; “Maintenance” during the maintenance task; and “After Maintenance” after the maintenance task. Because the recorded
date of maintenance was not precise, the maintenance period was
selected by taking into account both the date of the recorded
maintenance task in the maintenance log and the most relative
alarms that were generated in that period. The selection was then
based on the deviation from the ideal power curve and the other
two critical characteristic features. Typical CCF curves are shown in
Fig. 1. However, it was expected that the real data points would not
match the ideal curves because of the dynamic nature of wind
energy and the dynamic state of the wind turbine [25]. Fig. 4 shows
an example of selecting the “After Maintenance” period, where the
data points, which are distanced from the imaginary ideal power
curve, are assumed to be abnormal. Therefore, the usage of upper
and lower bounds was necessary to correctly label the data points
[25]. Moreover, it is worth noting that the labelling process would
have been easier if data from the beginning of operation of the new
wind turbines were available. The reason is that these data would
represent a normal operation, as it was assumed that no fault

important to point out that each parameter was normalised based
on the maximum value across all the wind turbines and not individually, which ensured that the data were not wind turbinedependent or environment-dependent. Different conditions prevail at each location where a wind turbine is placed. In addition, the
recorded parameters were in different ranges compared with the
others. Hence, in the feature-scaling process, the range of all parameters was set between zero and one (0,1). Consequently, all the
algorithms were run more quickly. The results of the max-min
normalisation of the power curve are shown in Fig. 3 (a), which
includes the power curve of each wind turbine. As shown in Fig. 3,
the dataset of each wind turbine contained different faults, as there
were different clusters of abnormal points to the left and right of
the imaginary power curve. Fig. 3 (b) shows the entire normalised
dataset, which includes the dataset of all the wind turbines.

xinew ¼

xi  xmin
xmax  xmin

(1)

3. Data labelling
After the pre-processing was completed, every data point was
associated with a label that indicated the presence or absence of a
fault. In the case of a binary classiﬁcation, these labels were “0” or
“1”, indicating the absence and presence of faults, respectively. The
remaining question was how to determine these labels in performing the data annotation.
For the purpose of data annotation, the maintenance log and the
alarm log were checked. The maintenance log included the maintenance of all the wind turbines, but the start and end times of each
task were not recorded. Nevertheless, some maintenance actions
may not have solved the problem because the technicians may not
have taken the right decision, or they may have had poor information about the condition of the wind turbine. Moreover, their
decisions are based on generated alarms. However, because their
trigger rate was very high, it was very difﬁcult to investigate the
causes of the alarms. Therefore, in these cases, abnormal points
after maintenance were observed at the power curve. The events

Table 1
Event list.
Fault

Frequency

Hydraulic hoses and oils replacement
Hub oil leakage þ Hyd. Oil replacement þ Bl. valve 6 replacement
Block replacement at blade B (No3)
Block leakage in blade B(No1)
Replacement of A- blade valve 102 (No3)
Replacement of A, B, C- blade valve 116 (No3)
Nitrogen accumulator (No 4) replacement of Blade A (No5)
Blade tracking error during stop/operation of Blade A (No1)
Replacement of hyd. cylinder (No2)

22
1
9
1
3
6
5
34
26

Fig. 3. (a) Non-normalised and (b) normalised power curve.
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Fig. 4. Wrong (left) and correct (right) “After Maintenance” period.

because it contained faults in other subsystems, which would have
skewed our data. Hence, periods referring only to pitch subsystemrelated faults were chosen. The challenge in setting up the training
dataset was the annotation of the “Generating Fault” data points,
which were in the normal region. If the data points in this period
were among the points in the “After Maintenance” period, they
were assigned as normal points. To tackle this challenge, a ﬁlter was
implemented by using a modiﬁed version of Park et al.‘s [26] power
curve monitoring method to construct two boundary curves that

occurred when a new turbine began operating. However, in this
study, the study period was after the commencement of operations,
and it was unclear whether the ﬁrst data corresponded to normal
data.
As shown in Table 1, because one event was selected from each
event type, our dataset included nine incidents. The power curves
of the selected events are shown in Fig. 5, which includes the
“Generating Fault” and “After Maintenance” data points. It should
be noted that the use of the entire dataset was not recommended

Fig. 5. “Generating Fault” (blue) and “After Maintenance” (green) data points in each fault incident.
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included the data on the “Generating Fault” period, which were in
the normal region.
This power curve monitoring method was applied to perform an
optimised estimation of power output with respect to wind speed,
thus resembling the ideal power curve. Speciﬁcally, the input data
were sorted according to a variable speed bin, the value of which
decreased after each iteration. Because the input data were normalised, the width of the wind speed bin was equal to 0.1 divided
by the number of iterations of the overall algorithm loop to be
adapted to smaller values between 0 and 1. The average power and
standard deviation were calculated per each bin, and the average
values were interpolated by applying a cubic spline. In the fourth
and ﬁfth stages of this method [26], the parameter, which was used
to move the estimated power curve left or right, was Dy ¼ 0.004,
and a similar one, DP ¼ 0.0025, was then selected to move it up or
down. A modiﬁcation at the 4th stage was performed which
directly affects the 5th stage. Therefore, at wind speeds larger than
the normalised rated speed, if the value of upper boundary curve is
non positive, the estimation of power for this speciﬁc wind speed
will replace it. This change was performed to solve the problem of
non positive power after a certain point, as was expected. Finally,
regarding the parameters that determined whether the optimal
positions of limits were attained during their movement, bshift ¼ 1%
and yoffset ¼ 0.05% were selected. The ﬂow chart in Fig. 6 shows the
steps in this ﬁlter.
Fig. 7(a) presents the “Generating Fault” and “After Maintenance” data points, including the estimated power curve. To assign
the “Generating Fault” data points, which were among the “After
Maintenance” data points, as normal points, the estimated power
curve was moved right and left equally by 0.02 and up and down
equally by 0.0375.

4. Fault detection and data analysis
The ANFIS [27] has a distinct effect on interpretability, especially
in systems where the operation is based on historical data. Insights
into underlying physical phenomena are indispensable; this capability is provided by ANFIS. This hybrid model consists of an artiﬁcial neural network (ANN) component that enables training a
model based on historical data, as well as a fuzzy logic component
that connects linguistic statements to data, thus resembling human
logic in terms of constructing IF-THEN rules (e.g., see Rule 1, Rule 2
below). Such rules are deﬁned by an expert on the ﬁeld, where
fuzzy logic is applied, in order to convert uncertain statements,
made by human, to mathematical expressions.
Concerning
the
ANFIS
architecture,
the
ﬁrst-order
TakagieSugeno fuzzy system was presented as assuming two inputs x and y and one output z. In this study, these two inputs were
features on the CCF list (e.g., power output and wind speed). Then
two fuzzy ifethen rules were constructed as follows:
Rule 1: If x is A1 and y is B1, then f1 ¼ p1x þ q1y þ r1
Rule 2: If x is A2 and y is B2, then f2 ¼ p2x þ q2y þ r2
where Ai and Bi for i ¼ 1,2 are linguistic labels of input membership
function (e.g., “low”, “medium”, and “high”); {pi,qi,ri} for i ¼ 1,2 are the
consequent parameters presented at the fourth layer, as shown
below. The consequent function is a ﬁrst-order polynomial because it
was assumed that a ﬁrst-order TakagieSugeno model would be built.
These parameters were determined during the training of the model.
The ANFIS architecture was presented, which clearly indicated
the combination of ANN and the FIS system by using layers, nodes,

Fig. 6. Modiﬁed algorithm for automatic power curve limit computation.
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Fig. 7. (a) Dataset including “Generating fault” and “After Maintenance” data points; (b) dataset after the labelling process.

meaning in the background: c represents the centre of the corresponding membership function; a is the half width of the curve;
and b is a parameter that determines, in conjunction with the value
of a, the slopes at the crossover points.
Layer 2: The second layer was ﬁxed and not adaptive, as a
common algebraic operation was implemented. The result of this
layer was the product of the inputs’ fuzzy values, which were used
as the ﬁring strength of each rule to connect them to each other. In
Q
Fig. 8, the product is symbolised by the Greek capital letter inside
the circle. The outcome wi of this layer was as follows:

and antecedents, as well as the consequent part of the rule base, as
shown in Fig. 8. This architecture is called type-3 ANFIS, which was
derived by type-3 fuzzy reasoning.
As shown in Fig. 8, there were two inputs: x and y, one output,
and ﬁve layers. The ﬁrst and fourth layers were adaptive. The
description of each layer is presented below.
Layer 1: This layer corresponded to the fuzziﬁcation process,
wherein the crisp input values were transformed to fuzzy values.
This task was accomplished by computing the value of the appropriate membership function, which described the linguistic label of
the input or crisp variable. The value of this membership function
implied the degree to which the input was compatible with the
assumed linguistic label or not. For example, if the input was indeed
low as it was assumed at the “if” condition of the rule base, the
value of the membership function describing the ‘low’ label would
be greater than the value of membership function describing the
‘high’ label. Thus, the outputs of this layer OiA and OiB for i ¼ 1,2 were
equal to the membership function m(x), which was often a generalised bell-shaped membership function (Eq. (2)).

mðxÞ ¼

wi ¼ mAi ðxÞ  mBi ðxÞ; for i ¼ 1; 2

Layer 3: This layer was responsible for deﬁning the effect of each
rule's ﬁring strength on the fuzzy set of the output. Its product was
simply the normalisation of each rule's ﬁring strength, and it was
calculated by Eq. (4). The name of this layer's output was normalised ﬁring strength, which was represented by the capital letter N.

w
wi ¼ P2 i

i¼1 wi

1


xc 2bi
1 þ  ai i 

(3)

(2)

¼

wi
; for i ¼ 1; 2
w1 þ w2

(4)

Layer 4: The aim of the so-called defuzziﬁcation layer was to
obtain the crisp output of each rule. The output of this layer for
every rule was the product of the normalised ﬁring strength,
computed at the third layer, and the consequent part of the rule,
which was deﬁned in the “THEN” section of each rule. Speciﬁcally,
according to the aforementioned rules, the consequent function
was a ﬁrst-order polynomial function. The output value of this layer
was calculated as follows.

where {ai, bi, ci} are premise parameters, and their values were
adjusted to the training data. In other words, the shape of these
functions was altered based on the premise parameters of reaching
a sufﬁcient degree of satisfaction with the training dataset. It was
highly signiﬁcant that the premise parameters had a physical

wi fi ¼ wi ðpi x þ qi y þ ri Þ; for i ¼ 1; 2

(5)

The consequent parameters {pi,qi,ri},as previously mentioned,
were adaptive, which means that their values varied according to
the training dataset.
Layer 5: The ﬁnal layer was the outcome of this process, which
was calculated as follows.

Total output ¼ f ¼

X
i

wi fi ¼

w1 f1 þ w2 f2
w1 þ w2

(6)

After all layers were calculated, an adapted type-3 fuzzy inference system was built. In the training process, during the

Fig. 8. Type-3 ANFIS architecture.
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value error, which should be attained, was set at 0.01, and the
maximum iterations value was set at 150. Regarding the structure
of the model, an optimisation test was performed by evaluating the
root mean square error (RMSE) of different numbers of membership functions (MF) in each feature over the maximum allowed
number of epochs. The RMSE curves of each CCF are shown in Fig. 9,
and the ﬁnal optimal structure, which was selected, is listed in
Table 2. For instance, the optimal structure of wind speed vs. power
output was 5x4, which yielded a total of 20 rules in the 2D input
space.
To apply the ANFIS technique and evaluate its performance, the
dataset containing the nine pitch events was randomly shufﬂed
and split into two parts. Then 80% of this dataset was used in
training, and the remaining 20% was used in testing [28]. Evaluation
metrics accuracy, precision, recall, and F1-score were computed.
The formulae used to calculate these metrics are as follows:

elaboration of the ANFIS architecture, the values of the premise
parameters at the ﬁrst layer and consequent parameters at the
fourth layer were updated. Therefore, the learning algorithm was
presented to clarify how the values of these parameters were
optimised so that the ANFIS output was adjusted as well as possible
to the training data. Based on the architecture presented above, the
ANFIS output f was a linear combination of the consequent parameters if the values of the premise parameters were assumed to
be ﬁxed. Thus, the ANFIS output was expressed as follows:

f ¼ w1 f1 þ w2 f2 ¼ w1 ðp1 x þ q1 y þ r1 Þ þ w2 ðp2 x þ q2 y þ r2 Þ
¼ ðw1 xÞp1 þ ðw1 yÞq1 þ ðw1 Þr1 þ ðw2 xÞp2 þ ðw2 yÞq2
þ ðw2 Þr2
(7)
Equation (7) presents output f as a linear expression with
respect to the consequent parameters ({pi,qi,ri} for i ¼ 1,2). This
expression demonstrated that the premise parameters were
nonlinear and the consequent parameters were linear. Consequently, a hybrid learning algorithm was applied using the least
squares method and the gradient descent method. Speciﬁcally, a
two-pass learning algorithm was implemented, in which, during
the forward pass, the least squares method was applied at the
fourth layer to optimise the values of the consequent parameters
under the assumption that the premise parameters were ﬁxed at
the ﬁrst layer. The backward pass was activated immediately after
setting up the optimal values of the consequent parameters. In this
speciﬁc pass, the consequent parameters were assumed to be ﬁxed,
and the optimal values of the premise parameters at the ﬁrst layer
were determined using the gradient descent method to match the
input as perfectly as possible. The entire procedure of this hybrid
two-pass learning algorithm was recursive until the overall squared
error between the desired and the actual output was below a limit
value or the learning algorithm had exceeded the maximum iteration value set by the user.

Accuracy ¼

TP þ TN
TP þ FP þ TN þ FN

(10)

Precision ¼

TP
TP þ FP

(11)

TP
TP þ FN

(12)

2,TP
2,TP þ FP þ FN

(13)

Recall ¼

F1 ¼

where TP are True Positive, indicating that the faulty points (label
“1”) were diagnosed correctly, TN are True Negative, showing that
the faulty points were diagnosed incorrectly as normal. The same
was applied to FP (False Positive) and FN (False Negative), whose
actual label was “0”.

5.2. Testing and evaluation metrics
5. Results and discussion
After the dataset was trained on the ANFIS model, its performance was evaluated on the test dataset using a threshold of 0.5. In
each case, different combinations of average and standard deviations of the CCFs were used to test the performance of the ANFIS.
The ﬁrst case was the average values of the CCFs. In the second case,
the average and standard deviation values were calculated against
the average wind speed in 10 constructed models. In the third case,
the average values vs. the average values and standard deviation
values vs. standard deviation values of CCFs. 4th case contains three
CCFs, namely power output vs. wind speed, rotor speed vs. wind
speed, as well as the average of the three blade angles (i.e., A, B, and
C) vs. wind speed. Fig. 10 shows the ANFIS performance in the test
dataset using a threshold equal to 0.5 in case 1. Fig. 11 presents the
values of the results (see Eq. (9)) of the bins and the threshold,
which is shown as a red line. These results indicated that when the
result exceeded the red line, an abnormal point was detected.
Fig. 12 shows the confusion matrix in case 1, and the values of the
performance metrics in each case are summarised in Table 3. The
confusion matrix is a practical means of summarizing in absolute
numbers the TP, FP, TN, and FN. It is worth noting that a data scientist should decide which of the available performance metrics are
the most suitable for evaluating performance.
Accuracy is not a good candidate for model evaluation because it
is strongly affected by the large number of normal points compared
to the lesser number of abnormal points. This situation leads to
unbalanced dataset, building biased models and making biased
conclusions. Accuracy will be dominated by the True Negatives

5.1. Training
This study used the ANFIS architecture presented by Chen et al.
[12,25]. The input of the ANFIS model was ﬁve CCFs separately in
each training accompanied by the label of each data point: power
output vs. wind speed; blade angle a vs. wind speed; blade angle b
vs. wind speed; blade angle c vs wind speed; and rotor speed vs.
wind speed. Each feature was symbolised by Fi, where i refers to the
couple of CCFs and the output is represented as Oi (see Eq. (8)). As a
result, ﬁve models were trained, and ﬁve ANFIS coefﬁcients were
computed. The ﬁnal result is the aggregation of these ﬁve coefﬁcients, as shown in Eq. (9).


T
Pi ¼ Fi;1 ; Fi;2 ; Oi ; i2½1; 2; 3; 4; 5

(8)

P5
Result ¼

i
i¼1 ki ,cANFIS
P5
i¼1 ki

(9)

where ki is the corresponding weight. It is worth noting that in this
study, the result (see Eq. (9)) was calculated as the average of the
ANFIS coefﬁcients since all ki were assigned a unary value (ki ¼ 1).
The training dataset consisted of data that were selected from
the maintenance log of a wind farm. Speciﬁcally, nine pitch events
were selected to test the methodology. Regarding the hybrid
learning algorithm, to reach relative convergence, the minimum
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Fig. 9. RMSE curves of different ANFIS structures of (a) power output vs. wind speed, (b) blade angle vs. wind speed, and (c) rotor speed vs. wind speed.

Table 2
ANFIS optimal structure of each CCF.
ANFIS model

Optimal structure

Wind Speed vs. Power output
Wind Speed vs. Blade angle
Wind Speed vs. Rotor speed

4x5
5x4
5x5

(points which were normal and predicted as normal) because it
depends on True Negatives and True Positives (points which were
abnormal and predicted as abnormal). This means that the information about detecting a fault or not will be lost. Even if a faulty
point is not detected correctly, the accuracy will have a very high
value because it is more possible that the normal points will be
detected successfully which is not the scope of fault detection. This
conclusion indicates that accuracy is a poor means of evaluating the
performance of the model of such a system [28]. Other possible
evaluation metrics were precision and recall, which were the
fraction of correct detections reported by the model and the fraction of true events that were detected, respectively. Because both
precision and recall are important, another performance metric, the
F1-score, was applied, which combined the effects of these two
scores. The goal in this study is to get as high F1-score as possible.
High F1-score means that most of the points in the test dataset will
be predicted correctly. This metric was selected to compare the
performance of the ANFIS model in each case. As shown in Table 3,
when the average values of the three blade angles (case 4) were

Fig. 10. ANFIS performance in the test dataset using threshold ¼ 0.5 in case 1.

averaged, the F1-score was higher than the ones in the other cases.
This result implied that in fault detection tasks but not diagnosis
(i.e., the identiﬁcation of speciﬁc faults), having separate values of
the angle of each blade did not beneﬁt the system.
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of wind turbine, i.e., variable speed, or in hydraulic pitch systems,
comprised of hydraulic motors instead of hydraulic cylinders may
affect the results. Nevertheless, apart from the technology of the
hydraulic pitch system and wind turbine as a total, the current
study presents satisfying results for pitch fault detection due to the
extensive dataset, being rich of different pitch faults.
6. Conclusion
The aim of this research was to detect pitch events in a hydraulic
pitch system of wind turbines utilising 10 years of 10-min SCADA
data derived from ﬁve ﬁxed-speed wind turbines. The entire
dataset was pre-processed, excluding points beyond speciﬁed
ranges and including points on the power curve associated with
normal operation but deviated from the nominal power because of
blade controller issues. The pre-processing procedure ended with
the normalisation of the features using max-min normalisation.
From this dataset, nine representative pitch events were selected,
and the periods before and after the maintenance events were
determined. The challenge of labelling the data was addressed by
implementing a modiﬁed version of a power curve monitoring
method. The power curve was estimated using the dataset of the
nine pitch events, and then the boundary curves were set to include
the data points belonging to the periods before maintenance, which
were among the data points included in the periods after maintenance. Points within the boundary curves were assigned as normal
points, and the rest were assigned as abnormal. Each pitch event,
which was used in training the model represented a different type
of pitch fault, such as valve fault, hydraulic cylinder fault, and so on.
Because of the diversity of these faults, the model was more robust
to pitch faults. After the data annotation, the ANFIS model was built
using 80% of the dataset for training and 20% for testing. The results
were assessed using the F1-score.
The performance of fault detection based on the F1-score was
evaluated using statistical quantities of the features and a combination of them. Generally, among the parameters stored in the
SCADA system, only six were used. These parameters formed ﬁve
CCFs: power output vs. wind speed; blade angles A, B and C vs.
wind speed; and rotor speed vs. wind speed. The case containing
the average values of all the aforementioned parameters, in which
the three blade angles were aggregated into one, was demonstrated
to have the best performance among the other cases, where
F1 ¼ 86.77%, followed by the case that consisted of the same set of
parameters without the aggregation of the blade angles in addition
to their standard deviation against average wind speed, where
F1 ¼ 82.23%. These results demonstrated that a pitch fault could be
successfully detected.

Fig. 11. Aggregation of ANFIS coefﬁcients (blue) at the time of test dataset and
threshold mapping ¼ 0.5 (red) in case 1.

Fig. 12. Confusion matrix in case 1.

Table 3
Performance metrics in each case.
No.
Case
Case
Case
Case

1
2
3
4

Accuracy

Precision

Recall

F1-score

0.9770
0.9777
0.9714
0.9823

0.9932
0.9953
0.9890
0.9959

0.6982
0.7005
0.6058
0.7687

0.8200
0.8223
0.7513
0.8677

The attained result of the current approach cannot be compared
directly with those of previous approaches due to the usage of
different datasets and pre-processing strategies. In addition, data
may differ from studies to studies as wind turbines are experiencing different environmental conditions, regarding their location, thus making hard to compare their results with each other.
However, some indicative results may be presented to provide a
benchmark for the comparison. Leahy et al. [15] managed to achieve 0.65 F1-score, without showing more details about the faults.
Additionally, 0.9 F1-score was attained by Hu et al. [17] when
enhancing the previous feature set. Regarding a similar approach
[11], Chen et al. attained 0.5 F1-score for ﬁxed-speed wind turbines
using some pitch faults, providing no information about them.
Therefore, the attained F1-score of almost 0.87 of the current
approach demonstrates its potential for the purpose of fault
detection. The proposed approach refers to a traditional servovalve controlled hydraulic pitch system, equipped in ﬁxed-speed
wind turbines. This means that if it is applied in a different type
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